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INTEGRAL DUCTWORK OVERLAP

OR COUNTER-FLASHING

ALT R230 THIXO RESIN BEAD TYPICAL@

ALL MEMBRANE TERMINATION POINTS

RIGID METAL DUCT-POWER TOOL CLEAN

PER SSPC-SP3 & DEGREASE W/

ALT ACTIVATOR PRIOR TO PRIMING.

(1) PLY ALT R230 THIXO MEMBRANE

EXTENDED 4" MIN. HORIZONTALLY ONTO

PREPARED & PRIMED SUBSTRATE.

ALT METAL PRIMER REQUIRED ON ALL

AREAS OF DUCT TO BE FLASHED W/

ALT R230 THIXO MEMBRANE (TYP.)

MIN. 1-1/2" WIDE DE-BONDING TAPE

CENTERED ON DUCT TO DECK

INTERSECTION.

ASSURE FULL RESIN SATURATION OF

FLEECE & CONTACT W/SUBSTRATE.

EXPANDABLE URETHANE FOAM GAP

FILLER OR ACCEPTABLE JPOINT

FILLER (BY OTHERS)

ALT R230 FIELD MEMBRANE
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4" (10CM) MIN.
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